P1

SUB6A P1 PRI SW
1120.9" AFB

4653.4 cal /cm* @ 18"
Extreme Danger @ 18"

XFR SUB6A P1

P1 PRIMARY
SEE DRAWING E1 FOR CONTINUATION

SUBG6A-P1
123.4" AFB

TO BUS-E
SEE DRAWING E9 FOR CONTINUATION

DP6

117.1" AFB

19.0 cal / cm? @ 18"
#3@ 18"

A

TO GEN-SYNC
SEE DRAWING E4 FOR CONTINUATION

A

ATS-6
111.4" AFB

#3 @ 18"

TO ATS-3
SEE DRAWING E1 FOR CONTINUATION

A

TO BUS-C
SEE DRAWING E10 FOR CONTINUATION

17.6 cal/cm* @ 18"

20.5cal/cm* @ 18"
#3 @ 18"

TO SUB6A-P2
SEE DRAWING E1 FOR CONTINUATION
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